Purchasing

Division

P.O. Box 2059

ciTYor PRE Sg Q?:J; Prescott,
Eﬂy%%mmp AZ 86303

Phone: 928-777-1203
Fax: 928-777-1234
Tdd: 928-777-1100

dawn.foster@prescott-az.gov

March 20, 2012

ALL PROSPECTIVE BIDDERS

Subject: ADDENDUM No. 3
BID SOLICITATION: 12CDB0027 - WYGC RE-ROOFING

Notice is hereby given via email and web posting at www.cityofprescott.net that certain
sections contained in the above-referenced solicitation are being amended, clarified,
and/or deleted and are identified as Addendum No. 3 and attached hereto.

THEREFORE: All bidders are required to indicate receipt of Addendum No. 3 via
signed copy or acknowledgment of said document on bidder’s letterhead submitted
with bid.

Should you have any questions, please contact the Purchasing Manager, Dawn Foster, at
928-777-1203.

Sincerely,

Dawn M. Foster

Attachment



ADDENDUM NO. 3
Bid Number #12CDB0027
WEST YAVAPAI GUIDANCE CLINIC
RE-ROOFING, 642 DAMERON DRIVE
PRESCOTT, AZ 86301

Bid Number: #12CDB0027
Add:

Environmental sampling report attached hereto and made part of this
addendum. [Western Technologies Inc. Job No. 2582JK080-1].

Bid to include all costs of asbestos removal by a certified asbestos
contractor, prior to demolition following NESHAP and OSHA standards.

Bid to include costs for all permits and fees required for compliance with
NESHAP and OSHA asbestos removal and disposal.

Successful bidder is subject to all federal, state and local laws and
practices required for proper asbestos removal and disposal.

Successful bidder to provide receipt indicating proper asbestos disposal
at landfill after roof teardown to the City of Prescott Grants Administrator.

Successful bidder to obtain Davis-Bacon Wage Determination from the
U.S. Department of Labor, Wage Division, prior to commencing work and follow
determination thereof. Successful bidder to provide Davis-Bacon Wage
Determination documentation to the Grants Administrator, City of Prescott, 201
S. Cortez Street, Prescott, AZ 86303 prior to commencing work.

Bids will be accepted prior to 2:00 P.M. on Thursday, March 29, 2012 as
per procedure outlined in bid package. Bid opening will occur at 2:00 P.M. on
Thursday, March 29, 2012 in Council Chambers, 201 S. Cortez Street, Prescott,
AZ 86303.

All other terms and conditions remain the same.

Potential bidders who attended both the mandatory site meeting and pre-bid
meeting are hereby advised of the new bid deadline date and bid opening time
above. Addendum #3 will be emailed to potential bidders and will also be placed
on the City’'s website: www.cityofprescott.net.
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ASBESTOS SURVEY
HILLSIDE CENTER
642 DAMERON STREET
PRESCOTT, ARIZONA

JOB NO. 2582JK080-1

Western
Technologies
inc.

The Quality People
Since 1955

PRESCOTT - ARIZONA

1040 Sandretto Drive, Suite C

Prescott, Arizona 86305-3719

(928) 443-5010 » fax (928) 443-7392

PREPARED FOR:

WEST YAVAPAI GUIDANCE CLINIC
505 SOUTH CORTEZ STREET
PRESCOTT, ARIZONA 86301

March 5, 2012

A

Kathleen Frost

Christopher White

Principal Principal

ARIZONA COLORADO NEVADA NEW MEXICO UTAH
COTTONWOOD  LAKESIOE PRESCOTT DURANGO PAGOSA SPRINGS LAS VEGAS ALBUQUERQUE SALT LAKE CITY
FLAGSTAFF LAKE HAVASU CITY  SIERRA VISTA GRAND JUNCTION TELLURIDE FARMINGTON

FORT MOHAVE  PHOEMIX TUCSON




Westermn 1040 Sandretto Drive, Suite C

Technologies  Prescott, Arizona 86305
Inc. (928) 443-5010 « fax (928) 443-7392

The Quality People
Since 1935

March 5, 2012

West Yavapai Guidance Clinic
505 South Cortez Street
Prescott, Arizona 86301

Attn: Mr. Paul Fromholtz

Re:  Asbestos Survey
Hillside Center WT Jobh No. 2582JK080-1

642 Dameron Street Building
Prescott, Arizona

INTRODUCTION

Western Technologies Inc. {WT} presents the resuits of the asbestos survey conducted on the
roof of the Hillside Center of West Yavapai Guidance Clinic in Prescott, Arizona. WT was
authorized by Mr. Fromholtz of the West Yavapai Guidance Clinic {(WYGC} to perform these
services according to WT Proposal 25682P060. The survey included sampling suspect materials
for the identification of ashestos-containing materials {ACM} prior to renovation.

ASBESTOS SURVEY

On February 21, Kathleen Frost, EPA accredited building inspector, conducted the survey. The
inspector collected 28 samples of 5 suspect homogeneous material systems. Bulk samples
were collected of each observed homogeneous material which included:

¢ 7 samples of the center roof section,

* 5 sarnples of the west and east side roof sections,
¢ 7 samples of the center section foam insulation,

» 3 samples of the center section penetration tar,

¢ 3 samples of the west side penetration tar, and

* 3 samples of the far west roof section.

Ji\Prescott\2682JK080-1 Western Technologias,Inc.




SURVEY INFORMATION SUMMARY

Consulting Firm:

Current Property Owner:

Site Addresses:

Facility Description:

Age of Facility

Date of Survey:

Name of EPA Accredited Inspector(s):
Certification Number & Expiration:

Training Facility:

Number of Samples and Date Analyzed:

Method of Analysis:

Laboratory:

NVLAP Endorsamant:

ACM Identified:

Western Technologies Inc.
1040 Sandretto Drive, Suite C
Prescott, Arizona B6305
(928) 443-5010

City of Prescott
C/o West Yavapai Guidance Clinic

6505 South Cortez Street
Prescott, Arizona

Mental Health Clinic

1965 with newer additions & remodels
February 21, 2012

Kathleen Frost

E6373 Exp. October 7, 2012

The Asbestos Institute

28 samples, analyzed February 27, 2012

Polarized Light Microscopy (PLM}
EPA 600/R-93/1168 Meathed

EMSL Analytical, Inc.
3539 East Broadway
Phoenix, AZ, 85040

200811-0

silver paint — center section of roof
Black mastic — center section of roof




West Yavapai Guidance Clinic
WT Jab No. 2582JK080-1

Laboratory Analysis

EMSL Analytical, Inc. (EMSL} analyzed the material samples. EMSL is a NVLAP-accredited
laboratory located in Phoenix, Arizona. Sample analysis was performed in accordance with the
Environmental Protection Agency’'s recommended Interim Method 600/R-23/116 for the
determination of asbestos in bulk sampling using Polarized Light Microscopy (PLM) with
dispersion staining.

SUMMARY OF ACMs

The samples were reported with “none detected” for asbestos except for the two
homoganeous materials described below.

¢ The silver paint located on the center section of the roof was reported with 2% chrysotile
ashestos,

» The black mastic under the shingles of the center section was reported with 5-7% chrysotile.

Silver Paint and Roofing Mastics

The paint is considered friable if disturbed or damaged. The raofing mastic is classified by EPA
as a Category | nonfriable material in its current condition. The silver paint material is regulated
under both the Nationa! Emission Standards for Hazardous Air Pollutants (NESHAP} and the
Occupational Safety and Health Administration (OSHA). The black mastic material has been
deregulated by NESHAP and OSHA. ‘

RECOMMENDATIONS

Removal of the exterior paint is categorized by NESHAP as a regulated asbestos-containing
material (RACM} with any disturbance that would damage the materials, This includes 10-day
NESHAP notification requirements if removal involves quantities above threshold amounts (160
square feet and 260 lineal feetl. OSHA classifies the removal of paint material as Class |
abatement work with specific worker protection and work practices. A certified asbestos
contractor, prior to demolition, should remove the identified paint ACMs. Persons working in
areas where ACM has been identified should be informed of the location, matrix, current
condition, and health snd safety issues associated with ACM.

WT should be contacted if additional suspect ACMs are encountered during the course of the
root removal work.

J:\Prescoit\2682.JK080-1 2 Waestarn Tachnologies, Inc,




West Yavapai Guidance Clinic
WT Job No. 2582JK080-1

LIMITATIONS

Conditions can exist within structures and below the ground surface that are not apparent
visually or disclosed by sampling data. This study is limited to the conditions expressly
disclosed in this report, and it does not represent the assessment or absence of any other
conditions on or affecting the Site. WT's findings are based on the assumption that the
sampling locations, and the resulting data, are representative of assessed conditions. WT's
interpretation, discussion and opinions of the results obtained from the referenced methods,
observed conditions, and tested samples are applicable only to the specifically tested focations
at the times stated herein,

The regulatory standards referenced in this report are based on our knowledge of applicable
regulatory standards in effect at the time the work was performed. WT cannot anticipate
potential future changes to regulatory standards by appropriate governmental agencies,

WT has performed our services in accordance with our contract with our Client, utilizing the
ordinary degree of skill and care practiced by other firms providing similar services in the
locality of the site. No other warranty or representation, either expressed or implied, is made.

CLOSURE

Thank you for the opportunity to provide services to WYGC and City of Prescott for this
project. Please call our office if you have any questions concerning the inspection, the report,
or to provide a quotation for additional consulting services at (928) 443-5010.

Sincerely,
WESTERN TECHNOLOGIES INC.
Environmental Services

or Cundly Delodks

hleen Frost ristoapher White
Principal Principal

Appendix A: Chain-of-Custody Records
Laboratory Reports

J:\Prescott\2582JK080-1 3 Western Technologies, Inc.




EMSL Analytical, inc. EMSL Order: 121200750
| 3358 West Catalina Drive, Phoenix, A2 §5017 CustomertD: WTCN78
PhoneFac  (602) 2764344 / (602) 278-4053 CustomerPO;
Loy umELLO) chioonutabifouish com ProjectiD:
Atn: Kathleen Frost Phane: (928) 443-5010
Waestern Tachnologies, inc. Fax: (928) 443-73%2
1040 Sandretto Drive Reteived: 02/23/12 10:00 AM
uite Analysis Dale:  2/27/2012
Stite C , Collected:
Prescott, AZ 86305
Project:  2682JKG80 WYGC Dameron Gtz. Re-Rocfing

Test Report: Ashestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

EMBSL mntaina {isbility imiled to cost of anatysis. Thia report felales

for samyte collaction activiies or analylical method mitations

rasponsiblity
product colication,

only 1o the samples
. inkarpretalion

No-Asbagios Ashestog
080-01-Shingle Main Ctr Roof -2 Gray/Black 2% Synthetic 80% Non-fibrous (ather) None Detected
121200750-0001 Layers Fibrous

Heterogensous
080-01-Paint Main CtrRool -2  Siiver 98% Non-fibrous (other) 2% Chrysotile
121200730-0001A Layers Nen-Fiorous
Homogeneaus
080-01-Roofing  MainClrRoof -2 Black 10% Glass 80% Non-fibrous (other) None Detected
121200150-00018 Layers Fibrous 10% Synthetic
Helerganeous
02-Shingle Main Ctr Roof GrayiBlack 20% Synthetic 80% Non-fibrous {other) None Detected
1212007800007 WiFabric Fibrous
Helerogeneoys
080-02-Paint Main Ctr Rool Silver 98% Non-fibrous (other} 2% Chrysolile
121200750-00024 Wi/Fabric Non-Fibrous
Homogensous
080-02-Roofing Main Cir Roof Black 10% Glass 80% Nor-fibrous (other) KNons Detected!
121200750-00028 WiFabric Fibrous 10% Synthetic
Hm
080-03-Shingle Main Ctr Roof Liner GrayiBlack 20% Synthetic 80% Non-fibrous (other) None Detacted
121200750-0003 Fibrous
Heleroganeous
L. .. 1 »
Analyst(s) /7 CW [/(.) L&d&ﬂ,
Amanda Lang (45} Carlos Rivadsnayra (8) Michalla Witgon, Laboratory Manager
Cheryl Avarado (31) Mke J, Wikiams (29) or other approvad sigratory

raported and may ot be reproduced, excepl in full, without writien approvel by EMSL. EMSL beery no
A 1200 0f el reats 31 the muponwibility of the client. This fe0oit must ot be LSEd by ty cliant to chaim
appeowal, or andorsement by NVLAP, NiST or any agency of the federal govemment.  Non-tiable

bound mbletiels precent & problem matrix and terviors EMSL

orpanically
racommends gravimetic mduction prior 10 analysia. Sanples raceived in good condition unless ctharwise nolad. ammw‘mammmudmmuﬁbumm

Sampisa snalyzed by EMSE Analylical, nc. Phosnix, A2 NVLAP Lab Cocle 2008110, AZ0937

[ [nitial report from 02/28/2012 08:15:09

Test Report PLM-7.23.0 Prinlad: 2/28/2012 9:11:22 AM




EMSL Analytical, Inc.

EMSL Order: 121200750
3355 West Catalina Orive, Phoenix, AZ 85017 CustomeriD: WTCN78
Phonefax  (602) 278-4344 / (602) 276-4053 CustomerPO:
vy g com dlenisabidemst com ProjectiD: )
Atn:  Kathleen Frost Phane; (928) 443-5010
Western Technologies, Inc. ;" - g;":‘:;:‘gm
eca M M
1040 Sandretto Drive Arcivin Dats: 212712012
Sults C Collected:
Prescott, AZ 86305
Project: 2582080 WYGC Damsron Cir. Re-Roofing
Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy
Non-Asbesios Azbestos
Description Fi % Type
080-03-Paint Main Ctr Roof Liner Siver 98% Neon-fibrous (other) 2% Chrysotile
121200750-G007A Non-Fibrous
Homogeneous
080-03-Roofing Main Ctr Rodf Liner Black 10% Glass 80% Non-fibrous {other) None Dstected
121200750-00038 Fibrous 10% Synthetic
Heteroganaots
080-04-Shingle Main Ctr Roof - GrayBlack 20% Synthetic 80% Non-fibrous {other) Nona Detecled
121200750-0004 Mineral Wool & Fibrous
insulation Hmm
304-Paint Main Ctr Roof - Siiver 5% Fibrous (cther) 95% Non-fibrous (other) None Detected
+ 21200750-0004A Mineral Wool&  Non-Fitwous
Insulation Homogeneous
080-04-Mastic Main Cr Roof -  Blagk 93% Non-fibrous (cther) ™ Chrysotlle
121200750-00048 Minersl Wodl&  Non-Fibrous
Insulation Homogeneous
0B0-04-Roofing  MainClrRoof-  Black 10% Glass 80% Non-fibrous {other) None Detacted
121200750-0004C Minersl Wod & Fibrous 10% Synthetic
Insulation Helerogensous
080-O4-insulaion  MainCirRoof-  Gray 80% Celluicsa 10% Non-fibrous (cther) None Detected
1212007 50-00040 Mineral Wool&  Fiprous 10% Perlite
nsulation Homogeneous
o1
Aot 77 Nk W) basn.
Amands Lang (48) Caros Rivadeneyra (8) Michelie Wiison, Laboratory Manager

Cheryl Alvarado (31)

Mike J. willams (20)

or othe approved signatory

Ens!.mmhhwhnmhcoudm mmmmmmmmmmmnw oxcapt a lull, without weithen approvel by EMSL. EMSL baars no
sampla colaction mathod imiiations, inkerpretalion

reaponaibiity lof sample
prods/ct catfication,

s usa of WSl results ame the msponsibility of the client. This report must not be usad by tha cliant to ciaim
appeorl, or sndorsement by NVLAP, NEST or any sgency of ha ledersl govamment, Non-fisbls organicalty bound materials present a problam matrix and thesetors EMSL

meomm pravimatric raduction pricr 1o analysis. Samples receivad in good condition uniess otherwise nowd. Estmsied accuracy, precision and uncertainty data aviliabie upon requess.
Sampies analyzed by EMSL Anahytical, Inc, Phoerix, AZ NVLAP Lab Code 200811-D, AZ093T

Fniﬁd report fram 02/28/2012 08:15:09

Test Reoot PLM-7.23.C Printed: 2/28/2012 9:11:22 AM




EMSL Analytical, inc, EMSL, Order: 121200750
' 3356 West Cataline Orive, Phosnlx, AZ 35017 CustomeriD: WTCN78
PhonesFax:  (802) 2764344 / (602) 276-4053 CusiomerPO:
oy antsloon uteonstabergmist o Project!O: )
Atn:  Kathleen Frost Phone: (928) 443-5010 )
Woestern Technologies, Inc. Fax: (928) 443-7392
1040 Sandretto Drive e s paiia 0:00AM
Nﬂ}!ﬂ N
Suite C Collected:
Prescott, AZ 86305
Project;  2382JK080 WYGC Damaron Gtr, Re-Roofing
. J
Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy
Non-Asbestos Ashesios
Sample_ Ouscription Appesance % Fibrous % Nou-Fious %Tyee
080-05-Shingie Main Ctr RoofOn  Gray/Black 20% Synthellc 80% Non-fibrous (other) None Detectsd
1212007560005 47 Fibrous
Heteroganaous
080-05-Paint Main Cts RodfOn  Silver §% Fibrous {other) 85% Non-fibrous (other) None Detected
121200750-00034 47 Non-Fibrous
Homogenecus
0R0-05-Mastic Main Ctr Roof On  Black 95% Non-fiorous (other) 5% Chrysotile
121200750-00058 47 Non-Fibrous
Homogeneous
-05-Roofing Main Ctr Roof On  Black 10% Glass 80% Non-fibrous (cther} None Detected
+£1200750-0005C 47 Fibrous 10% Synthetic
Heterogensous
-080-05-Insulstion  Main CrRoof On  Brown 80% Cellulose 10% Non-fibrous (other) None Detected
121200750-0005D 47 Fibrous 10% Periite
Homogeneous
080-08-Shingle Main Ctr Roof On  GraywBlack 20% Synthetic 80% Non-flbrous (other) None Detacted
121200750-0008 47 Fibrous
Heterogenaous
080-08-Paint Main Clr Roof On  Sitver 100% Nowwfibrous (other) Nane Detacted
121200710-0008A &7 Non-Fiorous
Homogeneous
PPN I N /. :
Analyst(s) /7 (.'/i.d’jf- ML&J&#L/
Amande Lang (48} Carlos Rivadieneyra (5) Michelta Wilscn, Laboratory Manager
Cheryl Avarada (31) Mike J. Wikams (29} or other approved signatory

EMSL maintaine liability imited o cast of snalysis. This report retates only [0 the samples reportsd and mary not be reproduced, except in B, withotal wrkisn approvel by EMSL. EMSL bears na
responsitility fof sample calecion acihites or ansiylicel mathod imicaions. inkerpsetsiion and use of tes! results ae the mpensibilty of the client, This mpor must not be used by iy ciant 1o cleem

product carslication. approvel, or endorsamaent by NVLAP, NIST or any agency of the federal govemmtent, Noerfriable organicalty baund makerals present & peobism maiix and theeslors EMSL,
rocamamends gravimalric mduction prior to analysis. Samples received in good condition unless ctherwise noted. Estmaed secuncy, precislon and uncertainty deta veiable upon fequest.

Samples snalyzed by EMBL Analytical, Inc. Phoenin, AZ NVLAP Lab Code 200810, AZDG3?

L Initial report from 02/28/2012 08;15:00

Test Repat PLM-7.23.0 lPrinied: 2/2B/2012 9:11:22 AM




EMSL Analytical, Inc. EMSL Order: 121200750 |
' 3356 West Catalins Drive, Phosnix, AZ 85017 CustomeiD: WTCN78
i PhoneiF: (602) 276-4344 / (502) 278-305) CustomerPO:
sutew.cngLom whogmigaheemel.comn ProjectiD:
v,
Atn: Kathleen Frost Phone: (928) 443-5010 )
Wastern Technologies, inc. Fax (928) 443-7392
1040 Sandretto Drive Recaived: G2/2312 10:00 AM
Analysis Date: 212772012
Suitse C Collected:
Prascott, AZ 86305
Froject:  2582JK080 WYGC Dameron Ctr, Re-Roofing
, S
J

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

EMSL mainaing llabitity Benited to cout of analysle. This repoct relmes
responsibility lor sampls colecion activities or analyiical mathod fmitations.
pchuct cortiication,

only lo he

Non-Asbesitos Ashestos
Sample ____ Description Appearance e EIOOYS % NonFibrous I
080-06-Mastic Main ClirRocf On  Black 83% Non-fibrous {olher) ™ Chrysotlle
1212007 50-00068 47 Non-Fibrous
Homogeneous
080-06-Roofing Main Cr Roof On  Biack 20% Glase 80% Non-fibrous (other) None Detected
1212007 50-0008C 47 Fibrous
Homogeneous
080-06-Insulation  Mgain CirRoof On  Brown 80% Cellulose 10% Non-fibrous (other) None Detected
121200750-00060 &7 Fibrous 10% Perfile
Homogeneous
107-Shingle ~ MainCtrRoofOn  Gray/Black 20% Synthetic 80% Non-fibrous (other) None Detected
+£1200750-0007 47 Fibrous
Hetarogeneous
080-07-Peaint Main Ctr Roof On  Siver 100% Norfibrous (other) None Detected
121200750-0007A 47 Non-Fibrous
Homogeneous
080-07-Mastic Main Ctr Rof On  Black 83% Non-fibrous {other) ™ Chrysotile
121200750-00078 47 Non-Fibrous
Homogensous
080-07-Raofing Main Cir RocfOn  Black 20% Glass 80% Nor-fibrous (olher) None Detacted
121200750-0007C 47 Fibrous
Homogeneous
-, T ! .
Ansiie) T Vchefle W ibsen.
Amsnda Lang (48) Carlos Rivadeneyra (8} Michelie Witson, Laboratory Manager
Cheryl Alvarado (31) Mie J. Wiliams (29) or ather approved signatory

Sasnples rap0rted and iy ol b repracuucad, soent i G, wilhout weitlen approvel by EMSL. EMSL bears na
o and use of lesl resiits arw the responsibility of the clisnt. This report musl not be used by the clent ko claim

. Sopeove, B andorsemant by NVLAP, NIBT or any agency of th fadecal gawemerant.  Non-fiable organically bound materal pressnt & probiem matite and Henvors EMSL
recommends gravimetic mduction pricr 1o anslysis, Saenples received in good condition Less otherwiss noted. Eatinaled sccuracy, precision and unceniainty date awlisbis upon request.

Sampies anglyzed by EMSL Anaiytical, Inc. Phosnix, AZ NVLAP Lab Code 2008110, AZ0RA7

[_|ntﬁal report from 02/28/2012 08:15:00

Test Reoart PLM-7.23.0 Printed: 2/28/2012 9:11:22 AM

o




EMSL Analytical, Inc. EMSL Qrder. 121200750

‘ 3356 Wesi Calalina Orive, Phoenix, AZ 85017 CustomeriD: WTCN73
Phonetfax  (502) 278-4344 / (802} 276-405) CustomerPQ:
s L 8 S LEIRY Jwenulabapermst com ProjectiD;
7
Atn:  Kathleen Frost Phone: (928) 443-5010
Westem Tachnologies, Inc. Fac (928) 443-73%2
1040 Sandretto Drive Received: 02/23/12 10:00 AM
; Anaysis Dale: 272712012
S C Collected:
Prascoft, AZ 86305
\ Project: 2882JK086 WYGC Dameron Cir. Re-Roofing

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

Non-Ashestos Ashestos
Sample Description Amzﬂ R Lilroys, R Nonfibrous AIvge,
0B0-07-Insuiaion  Main Cir Roof On 80% Ceiuioss 10% Non-fibrous {other) None Detectsd
121200780-00070 47 Fam 10% Periite
Hamogeneous
0B0-DB-Paint W Side MainClr  Siiver 5% Fibrous {other) 85% Non-fibrous (other) None Detectsd
121200750-0008 Reof & Membrane  Non-Fibeous
Homogeneous
080-08-Roofing W SidoMainCtr  Black 10% Synthotic 80% Non-Tirous {other) None Detectsd
121200750-0008A Rool & Membrane  Fipeaus 10% Glass
Helaroganeous
+08-Tape W SideMainCtr  Beige 99% Cellulosa 1% Non-fibrous (ather) None Detected
1212007 50-00068 Roof 8 Membrane  Fiproys
HGW
(080-05.-Paint - Siver Paim &2  Siiver 5% Fibrous (other) 95% Non-fibrous (other) None Datected
121200750-0009 Layers WiFebic  Non.Fibrous
Homogeneous
080-09-Rocfing Siver Paint&2  Black 10% Synthetic 80% Non-fibrous (other) None Detected
121200750-0009A Layers W/Fabric  Fibrous 10% Glass
Heterogenaous
080-10-Paint W. Side Main Ctr ~ Sitver 100% Norfibrous {other) None Datected
1212007500010 Roof Sitver Pain & Nen-Fibrous
2 Layers Homogeneous

Anslyst(a) '7)? 716/\0(:& Ld oy

Arnarda Lang (46) Carlos Rivadeneyra (8) Michelie Wilson, Laboratory Manager
Cheryl Avarsdo (31) Mike J. Willisms (29) or cthar approved signatory

EMSL maintains lability mited to cosl of anslysis. mmmmnummwmmqmnmw ancapt 0 Julh, without wiitlen sppnowl] by EMSL. EMSL bears no
responsibity lor sampls collection activiies of analylicsl method lmitatione. Inlerpretation and usa of test IUES e the espontability of the chent. This repart must nol be used by he diant 1o clsim
product cetilicalion, approwal, of endarsernent by NVLAR, NIST or sny sgency of the ledersl govemnmant,  Non-Fable oganically bound materials presand & prhisen maids sod tharsion EMSL
racommends gravimelric mduction prior 1o analysis. Samplas receivad in gond condition Lniass otherwise notsd. EximKted Bccuracy, pracision and uncertainty dats avaiable Lpon roqueat,

Samples analyzed by EMSL Analytical, Inc. Phoenix, AZ NVLAP Lab Code 200811-0, AZ0937

.

[ Initial caport from 02/28/2012 08:15:09

Test Repart PLM-7.23.0 Printed: 2/28/2012 5:11:22 AM
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EMSL Analytical, Inc. EMSL Order: 121200750
1 3356 West Cataina Drive, Phoenix, AZ 85017 CustomeriD: WTCN78
PhoneiFax  (602) 278-4344 / (602) 278-4053 CustomerPO;
«ywumsloom thognulabipemsl.con ProjectiD:
J
Atn:  Kathlesn Frost Phone: (828) 443-5010 )
Western Technologies, Inc. Fax: (528) 443-7392
1040 Sandretto Drive Received: 02/23/12 10:00 AM
Suite C Analysis Date: 27272012
Prescott, AZ 86305 CoNected:
Project  2582JK080 WYGC Dameron Ctr. Re-Roofing
N
w,
Test Report: Ashestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy
Non-Asbegtos Asbegtos
M M
080-10-Radfing ~ W.SideMsinCt  Black 10% Synthetic 80% Non-fibrous (othar) None Detected
121200750-0010A Roof Siver Pan&  Fityous 10% Glass
2 Layors Heterogeneous
080-11-Coating  Clr. SectionFoam  White 100% Non-fibrous (other} None Detected
121200750-0011 Inguiation Non-Fibrous
Hamagenaous
080-11-Foam Clr. Section Foam  Yeftow 108% Non-Tibrous (other) None Detected
121200750001 1A Insulstion Non-Fibrous
Homogensous
12-Ceating Ctr, Over Air Vants  Whits 100% Non-fibrous (other) None Detected
«£1200750-0612 WANhite Paint Non-Fibrous
Homogeneous
080-12-Fosm Cir. Qver Air Venis  Yeliow 100% Non-fibrous (other) None Detected
121200750-00124 WiWhite Paint Non-Fibrous
Homogenaous
060-13-Coating  Cir. Over Alr Venis  White 100% Non-fibrous (other) None Detected
121200750-0013 WiwhiePait  Nen-Fibrous
Homogenaous
080-13-Foam Clr. Qver Air Vents  Yellow 100% Nen-fibrous (other) Nons Datectad
121200750-0612A Wiwhite Pait  Non-Fibeous
Homogeneous
FOLIoNY ¥/ ‘
Anaiyt(s) 77 Vche bl nyrry
Amanda Leng (48) Carlos Rivadeneyra (8) Micheite Wihson, Laboratory Manager
Charyl Alarada (31) Mike J. Wiiams (29) or other approved signatory

N~

. 3pproval, or endorsamant by NVLAP, NIST or arty agency of the fedemi

ENSL maintaing Nabslity iviited bo cost of anslysis. This repon selates only 19 the samples reporied and may not be raproduced, sxcept in Kull, without writien approvst by EMSL .

respomsidity lor samgis coliection Bcivities o analyeal Mthod kmitations by EMSL bears o
ol

recommands

. ntespiptation end use of tesl resulls s the meporsibiity of the clisnt. Thia rpont must not be usad by the j
mmmnmnmammmn:mmm

govemment.
gravimatric isduciion priot 1o analysis. Samples receivad in good condition uniess otherwiss noted. Exmated accuracy, prcision and uncedtainty duts svellable uwon requesd.

Sampies analyzed by EMS!, Analyfical, n¢, Phosnix, AZ NVLAP Lab Code 200811-0, AZ0G27
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EMSL Analytical, Inc. EMSL Order: 121200750
3358 West Cataiina Drive, Phosnin, AZ 85817 CustomeniD: WTCN78
Phone/Fax  (602) 276-4344 / (602) 276-4053 CustomerPO:
aw NSO shognidapidgmsl.com ProjectiD: )
Atn: Kathleen Frost Phone: {928) 4435010

Western Technologies, Inc. Fax: (928} 443-73%2

1040 Sandretto Drive Recefvad: G2/2312 10:00 AM

Suite C Analysis Date: 212772012

Cotectad:
Prescott, AZ 86305
. Project:  2582JK080 WYGC Dameron Ctr. Re-Roofing

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

Non-Asbestos Asbegtos
Semple Qescription _ Appssrance B EIOOUS % NOREIRIOUS, 2.Trpe,
080- 14-Cosating Ctr. Over Air Vents  Whita 100% Non-fibrous (other) None Detected
1212007900614 WiWhita Paint Non-Fibrous
Hemageneous
080-14-Foam Cir. Over AirVenis  Yollow 100% Non-fibrous (other) None Detected
1212007 50-0014A WiWhite Paint Non-Fibrous
Homoganeous
080-15-Coaling  Ctr. Over AirVenis Whie 100% Non-fibrous (other} None Detected
121200750-0015 WiWhite Painl Non-Fibrous
Homogeneous
>15-Foam Cir. Over Alr Vents  Yellow 160% Non-fibrous (other) None Detacted
121200780-00154 WAV hite Paint Noa-Fibrous
Homogenaous
080-18 Ctr. Section Roaf  Various 5% Cellulose 95% Non-fibrous (cther) None Detected
121200750-0018 Non-Fibrous
Homogeneous
08017 Penotration Tar  Black/Silver 25% Colluicee 75% Non-fibrous {other) None Detsctad
121200780-0017 Fibroua
Helerogenoous
080-18 Penetration Tar  Black/Silver 25% Cetlulose 75% Nonfibrous {other) None Detected
1212007500018 Fibrous
Heterogeneous
. M ) >
— D Nkl ) bgon.
Amanda Lang (48) Carlos Rivadeneyrs (8) Michelle Witson, Laboratory Manager
Cheryl Alvarado (31) Mike J. Wikams (29) or other approved signatory

EMSL maintaing lahilily imimd 1o cost of analysis. This report retates only 10 the samples reported and may eot ba rproduced. socept in full, without wiitten approvasl by EMSL. EMSL bears no
responsibiity for sumple coleclion activilies of analylical method imitalions. Smecpretation and uss of ies! results ate tha Meponaibilly of the cliant. Thia repont must not be used by ihe client to claim
product carticalion, approval, of sndorsaerent by NVLAP, NIST or mny agency of the ledersl govemment.  Non-risbla organicsily bound matariais present a problem mawtx and thembore EMSL
recommends gravimelric reduction prior to snelysis. Ssmples receivead in good condition unieks otherwise notsd. Esdmated socuncy, precision end uncartsinty datn Rwlabie upor: reguest.
Szmples anatyzed by EMSL Analytical, ing. Phoariy, AZ NVLAP Lab Code 200811-0, AZ0937
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[Lilld report from 02/28/2012 08:15:09

Test Report PLM-7.23.0 Printed: 2/28/2012 9:11:22 AM




EMSL Analytical, Inc. EMSL Order: 121200750

; X356 West Catakia Drive, Phasnix, AZ §5017 CustomerlD:  WYCN78
PhoneFax  (602) 276-4344 / (802) 2764053 CustomerPQ:
“oww anskeom epngbigoms).com ProjectiD:
Atn:  Kathleen Frost Phene: {928) 443-5010 )
Woestermn Technologles, Inc. Fax: (928) 443-7392
1040 Sandretto Drive Received; 02/23/12 10:00 AM
Suite C m Oats; 212712012
Prescoft, AZ 86305
Project:  2582JK380 WYGC Dameron Cty. Re-Roofing
S

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

Non-Ashesion Asbesioy
Sample Description Appesrarce K FOrove % Nonfibrous B.Jype

080-19 W. Side White/Black 25% Synthetic 75% Non-fibrous (other) None Datected
1212007500019 Paneiration Fibwous

Heterogeneous
080-20-Ter Tar WiSliver Paint  Black 30% Synthetic 70% Non-fibrous (other) None Detected
1212007500020 Fibrous

Homogeneous
080-20-Silver Paint  Toar W/SHver Paint  Silver 100% Nen-fibrous {other) None Detected
121200750-0020A Non-Fibroua

Homogeneous

21-Tat Tar WiSlver Pant  Black 30% Celivoss 70% Non-fibrous (other) None Detected

+£1200750-0021 Fibrous

Homogenseous
080-21-Silver Paint  Tar W/Siver Paint  Silver 100% Non-fibrous (cther) None Detectsd
121200750-0021A Non-Fibrous

Homogeneous
080-22-Coating W Side Foam Whie/Sitver 100% Non-fibrous (other) None Detected
121200750-0022 insuiation Nea-Fibrous

m
0B0-22-Foam W Sida Foam Yelow 100% Non-fibrous (other) None Detected
121200750-0022A Insutation Non-Fibrous

Homogenaous

J— deé e

Amanda Lang (48) Carlos Rivadensyra (8} Michelle Witson, Laboratory Manager
Cheryl Avarado (31) Mike J. Wikams (29} or other approved signatary

Samples analyzed by EMSL Analytical, Inc. FMAZNVLAPL&CMIMH-U AZOR3?

flnmu report from 02/28/2012 08;15:09 ]
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EMSL Analytical, inc. EMSLOrer 12120070

LI B 3358 West Cataling Drive, Phoenix, AZ 35017 CustomernD; WTCN78
’ PhoneFax  (602) 276-4344 / (602) 278-4053 CustomerPO:
- v gl Lom oot r P D:
J

Atn:  Kathieen Frost Phane: (928) 443-5010 —

Western Technologies, inc. Fax: (328) 443-7382

1040 Sandretto Drive Received: 02/23/12 10:00 AM

Analysis Date: 22772012

Suite C Collactad;

Prescott, AZ 86305
Projock:  2582JK080 WYGC Dameron Clr. Re-Roofing

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Potarized Light Microscopy

Non-Asbestos Ashestos
Sampls Qescription __Appesrance % Eiwous % NonFirous % Tvpe,

080-23-Coating Same Homo. Area  White/Black 100% Non-fibrous (other) Nona Detected
121200750-0023 As 11-15 Nor-Fibrous

Hm.lﬁ
080-23-Foarn Same Homo. Area  Yellow 100% Non-fibrous {other) None Detected
121200750-00234 As 11-15 Non-Eibrous

Hemogenaoyus
080-24-Shingle FarWesiRoof  Gray/Black 20% Synthetic 80% Non-fibrous {other) None Detected
121200750-004 Section Fibtous

Heterogenaous

}24-Roofing  FarWestReo!  Black 25% Giass 75% Non-fibrous {other) None Detected

121200750-0024A Section Fibrous

Homogeneous
0B0-25-Shingle 2 Layers Relled Gray/Black 20% Synthetic 80% Non-Tibrous {cthar) None Detected
121200750-002% Fibrous

Helerogensous
DBO-25-Mastic 2LayersRolled  Brown 100% Non-fibrous {other) None Detected
121200750-0025A Non-Fibrous

Homogrenaous
080-25-Roofing 2Llayers Rofted  Black 25% Glass 76% Non-fibrous (other) None Detected
121200750-00258 Fibrous

Homogeneous

Anaiyat(s) )7 7((./(4’/@& UW/

Amanda Lang (48} Carios Rivadenayra (B) Michelts Wilson, Labaratory Manager
Cheryl Alvarado {31) Mike J. Wikiams (29) or cther approved slgnatnry

EMEL maintains fabilty bmied to cost of analysia. Tésis repont veleies. ooty 4 the samples reported snd may not be reprocuced, except in Il withoul wiithin spprovel by EMSL. ENSL basrs no

1esponubility for sample msponsiblity of the client. Thia report must not be used claim
procuct canication. spprovel, of andorsemant by NVLAP, Ns'rwwmmulmmgamm Non-fiable h'hdmu

onganically boisnd matbriats present s problem matiy and thenroms
recommenda gravimeirie reduction prior to analyais. Sampies recelvad in good condition unksss otharwiss naled. Eumndlmlcy mmwumhwmlwlllhhmuqf:ﬂ

Samplas analyzed by EMSL Analytical, inc. Phoenix, AZ NVLAP Lab Code 2008110, AZ0837

L
[ Initial report from 02/28/2012 08:15:09 ]
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EMSL Analytical, Inc. EMSL Order: 121200750
vy 3358 Wast Cataling Drive, Phoshix, AZ 85017 CustomertD: WTCNT3
PhoneiFax  (60Z) 278-4344 / (B02) 276-4053 CuslomerPO:
- eV einglion “enixabiomel.com ProjectiD: J
Amn:  Kathleen Frost Phone: {928) 443-5010 )
Wastern Technologies, Inc. Fax (928)443-73682
1040 Sandretto Drive Received; 02123112 10:00 AM
Suite C :?::u lj.)ale: 22712012
Prescott, AZ 86305 '
Projact:  2582JK080 WYGC Dameron Ctr. Re-Roofing
.

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-33/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

Non-Ashestos Ashastos
S Description ___ Appearance A Eibrous, i lon-Flbrous A.Type.
080-26-Shingle Roofing GrayBlack 20% Synthetic 80% Non-fibrous (cther) None Detected
1212007500028 Fibrous
Heteroganeous
080-26-Roofing Roofing Black 25% Glass 75% Non-fibrous (ather) None Detected
121200750-00284 Fibrous ’
Homogeneous
080-27-Shingle E. Section Reching  Black/Siiver 20% Synthetic 80% Non-fibrous (other) Nonae Detscted
121200750-0027 Fibrous
Heterogeneous
27Roofing  E. Section Roofing  Black 5% Glass 75% Non-fibrous (other) None Datected
121200750-0027A Fibrous
Homogenecus
080-28-Shingle 2 Layers & Blaci/Sitver 20% Synthetic B0% Non-fibrous (other) * Nons Detected
1212007500028 Siverpaint Same  Fibrous
As 08-10 Heterogensaus
080-28-Roofing 2 Layers & Black 2% Glass 75% Non-fibrous (other) None Detected
121200750-00284 Siverpaint Same £
As 0&10\‘ Homogenaous
080-20-Carpet Cortez Str. Cls Variou-., ~95% Synthetic ., 5% Non-fibrous {other) Nona Detected
._“ CM Rm.\ F‘m . . N . N \_:7\7 ) . - \\
121200750-0029 5 ; N | ) . - e .
. RMG : S E -
{yede g?pa ™ "\ Heterogensous. .
v 2 .
Arahsie) 77 kAl ) o
Amanda Lang (48) Canlos Rivadaneyra (8) Michelie Wilson, Laboratory Maniager
Cheryl Avarado (31) Mike J, Wikams (29} oF other approved signatory

EMSL mainttirs Habilidy imiled 1o cost of snalysis. ‘lhisr!porualmlmbmlmwmmlvnmblw.ommmu.NMMIWWENL. EMSL baars no
respomiilty for sampie colection activities or ansiytical mathod limitations. Inerpreiation and use of teet results am (e meporisibity of the client. This repor) must not be usad by iha cient to claim
mwmm.wm,amd@mmwww.wamwdm-mwmm Narm«gmiuﬂyboundmawlm-pmunmmwﬂmma
recommends Gravimetic mduction prior 1o aaalysls. Sampies recalved in good condition unlias otherwiss noled, Eaimated accuracy, precizion and uncefisinty data available upon requess,

Samples qnalyzed by EMSL Analytical, inc. Phoonly, AZ NVLAP Lab Code 200811-0, AZ0R37

Uﬂtial regort from 02/28/2012 08:15:09 j
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Pame 1 or2

Asbestos Lab SQMca Chain of Custody
E“SL CHCH m.

R e |

Company: Vaestern Tevdnuioges ENSLBiltlo: . m . Ciforent
*hd unm«qmmnmncm
Streal: 1440 Sandserio, Sie L .1 Paaety By A s o SolAORE SN trmm teod pay
CityBtmaiig: Frescol. AZ B8303
Reopot Vo fhiamy): K.dhieon Iion) [Fun: s 4437302

Tolephons: 528 443 5010

&% 3 ¢ pemakrame for ) nout TEMASERA Or SPA L3N0 TAT o0 il 00 J5hea 1c s.gn |
Ty 3.;- o zm.-n 'm-r ot sy w.-ca N3¢ 38 CIEHC N ICCOTANCE W EMIS0 4 TeTa 300 Sorgtons oosieg i 28 Arkyrzal Frive Gurde.

[ BCM - Al T Crack fsamaies aa fram w—l'm‘_& L] 4-43hr TAT animacoy) | TEM-Dust
{2 nIDSH 7400 T AdERA 30 CFR.Pan 763 |‘: “licrovac - ASTM 0 5755
[~ s, OSHA 8rr. THA 117 wiosH 7402 | Ve AST D840
PLM « Bulk {reporming limit) | ) EPA Level ) Y Carpat Somcaton (EPA 80044-93/167}
[ PLM EPA 500.R-81 116 (€13 163 50 10312 '
T PLMEPA NCB 1<1%) : I.E.H.M T PLM CARB 435 - A .0.25% sanstivity)
Soint Caunt , TEM EPA NOB r" PLM CARB 435 - B 10.1% sanybvity)
0 400 1<0.25% (3 1000 (<0.1%4) (T \YS NOB 198.4 inon-frapla-NY} u TEM CARB 435 - 3 (0.1% saasdivity)
Paint Count wGrayimeme T Ceadeld SOP I TEMCARB435- C.0.01% senutnty)
1_1 400 (<0 25% 4 ]} 1000 (<5 1™y, i_'. TEM Mass Analyss-EPA 600 sec. 2.5 | (] EPA Protoral Semi-Quanttativer
7] Y8 198.1 -~an‘e.n NY)  TEM - Waler; EPA 160.2 {J EPA Pratacor (Quanttaiive)
i3 N'YS '98.8 NOH iron-inabie-NY) #bem >10um S Waste {7 Dnriung Olhtr:

T \JOSH 9002 ;€1°} Alt Fper Sizes [JVase Dnrkng |

i} Chack For Positive Stop - Cleanly identify Homogenous Group | Fitter Pore Size (Air Semples): T 0. 8um_ (70.45um ‘

Sampiars Name: Samplers Signature: L gt}se

VolumaiArea (Air) DataiTime
Sample # Sample Description HA ¥ (Buik) Sampied

[m . Al 2
fZL mm_n.tLrﬁs_Llw gl | 2

[aa}]
+ 1 U
b, 47

m phe o+ P =i
A

Cliem B #is): - 01 o Tetal # of Sampies: L? <
{ =

Relinquished (Ctiem): |/ |- T pate: 2- 2242 074/d)]

it Do arand - Arobpion Lan Srwrme 08 « 44 1) - 4 4121000 '.3
Page 1 ot \W Pages

hup: www.emsh.com:COC Print.cim 10K




V;glgp o¥0

SRE a%are Hoa, PC
[T

Asbestos Chain of Custody

__. EMSL Order Number .uocse ony:

[2CCTRG

Lucitional Pages of the Chain of Cusiody ane oty necessary if needed for additionas sampia information

3ample #

N Sample Dasgription
M.WWAM?W

VolumaelArea {Air)
HA # (Bulk)

Date/TIme
Samplad
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-> Asbestos Lab Services Chain ofCustndv i e
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Asbestos Lab Services Chain of Custody

> EMSL Order Num Use Oniy:
Pt |wﬁ-§"—|‘

Pige 2 ar2

== Volume: Arwa (Alr) Dﬁlﬁn -
Sample # S Qescription "'"M—.—_S_‘m_ﬂ__
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