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PRESCOTT FIRE DEPARTMENT 
 

DEAD-END FIRE APPARATUS ACCESS ROAD TURNAROUND 
 

 

A Cad program that uses a virtual vehicle to navigate the streets to designate the location of a fire 
lane shall not be used unless the full twenty (20) foot fire lane within the required street width and 
turning radii are used throughout the project. All plans shall indicate the twenty (20) foot fire lane 
access width. 


